
 
 

& Thermal Imaging Services 

119 Dalhousie Rd.  N.W. 

Calgary AB. 

403-921-9365 

 

 

 

 

  

  

-Top pictures taken in the morning ï Shows cool spot in attic was colder than 

house  

-Bottom pictures taken in afternoon ï Shows hot spot in attic was hotter than 

house 

- Picture from attic shows missing insulation  

 

 



 
 

 

 
  

 

-Hot water faucet leaking behind tub wall 

-Top pictures shows cold spot 

-Bottom left pictures shows hot spot after hot water turn on. 



 
 

 

 

 

   

-Same house pictures taken at different time of day 

-Missing insulation ream joist 



 
 

 

 

 

  

  

-Top left picture shows wet spot on basement ceiling. 

-Top right picture shows drain pipe after hot water turn on. 

-Bottom left picture shows wet spot. 

-Bottom right picture shows drain pipe after hot water turn on. 

 



 
 

 

 
 

 

 

 

 

 
 

 

 

 

 

 

-Left picture shows hot spot on ceiling. 

-Right picture shows hot spot from attic  

-There was no insulation could see poly and drywall 

-Attic hatch not insulated 

-Hot summer 

-Cold winter 



 
 

 

 

 
 

 

 

 

 

 

 

  

 

-In floor heating in concrete floor after system turn on you can see 

pipes warming up. 

-Drain pipe after cold water turn on -Heating pipes in wall 



 
 

 

 

 

 

 

 

  

-Electrical panel hot spot. Is it a problem? 

 

 

 

 

 

 

 

-Hot water tank. 



 
 

 

 

 

 

 

 

 

 

 

  



 
 

 

 
 

 

 

 


